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Power Quality. Harmonics. 
Generating Unit tested to BS EN 61000-3-12 

Multiplus 24/5000/120-100 

Generating Unit rating per phase (rpp) 5 kVA 
Harmonics % =Measured 

Value (Amps) x 23/rating per 
phase (kVA) 

Harmonic At 45-55% of rated output 100% of rated output Limit in BS EN 61000-3-12 

 
Measured 

Value (MV) in 
Amps 

% 
Measured 

Value (MV) in 
Amps 

% 1 phase 3 phase 

2 0,04 0,22 0,11 0,54 8% 8% 
3 0,86 4,41 1,81 9,23 21,6% Not stated 
4 0,01 0,07 0,05 0,27 4% 4% 
5 0,51 2,61 0,20 1,02 10,7% 10,7% 
6 0,01 0,07 0,04 0,21 2,67% 2,67% 
7 0,06 0,29 0,18 0,92 7,2% 7,2% 
8 0,03 0,13 0,07 0,35 2% 2% 
9 0,07 0,36 0,12 0,63 3,8% Not stated 
10 0,02 0,08 0,03 0,17 1,6% 1,6% 
11 0,03 0,16 0,07 0,37 3,1% 3,1% 
12 0,01 0,03 0,01 0,05 1,33% 1,33% 
13 0,05 0,26 0,05 0,26 2% 2% 

THD 1,01 10,38 1,84 9,58 23% 13% 
PWHD 0,32 3,28 0,47 2,43 23% 22% 

Generating Unit tested to BS EN 61000-3-2 
Multiplus 24/3000/70-50 

Generating Unit rating per phase (rpp) 2,4 kW 
 

Harmonic At 45-55% of rated output 100% of rated output 

 Measured Value (MV) in Amps Measured Value (MV) in Amps 
Limit in BS EN 
61000-3-2 in 

Amps 

Higher limit 
for odd 

harmonics 21 
and above 

2 0,04 0,05 1,080  
3 0,58 0,52 2,300  
4 0,03 0,03 0,430  
5 0,17 0,16 1,140  
6 0,02 0,02 0,300  
7 0,08 0,05 0,770  
8 0,02 0,02 0,230  
9 0,05 0,05 0,400  
10 0,01 0,02 0,184  
11 0,03 0,04 0,330  
12 0,00 0,00 0,153  
13 0,02 0,03 0,210  
14 0,00 0,00 0,131  
15 0,01 0,03 0,150  
16 0,00 0,00 0,115  
17 0,00 0,02 0,132  
18 0,00 0,00 0,102  
19 0,01 0,01 0,118  
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20 0,00 0,00 0,092  
21 0,01 0,01 0,107 0,160 
22 0,00 0,00 0,084  
23 0,01 0,02 0,098 0,147 
24 0,00 0,00 0,077  
25 0,01 0,01 0,090 0,135 
26 0,00 0,00 0,071  
27 0,00 0,01 0,083 0,124 
28 0,00 0,00 0,066  
29 0,00 0,01 0,078 0,117 
30 0,00 0,00 0,061  
31 0,01 0,00 0,073 0,109 
32 0,00 0,00 0,058  
33 0,01 0,00 0,068 0,102 
34 0,00 0,00 0,054  
35 0,00 0,00 0,064 0,096 
36 0,00 0,00 0,051  
37 0,00 0,00 0,061 0,091 
38 0,00 0,00 0,048  
39 0,00 0,01 0,058 0,087 
40 0,00 0,00 0,046  

Power Quality. Voltage fluctuations and flicker 
Multiplus 24/5000/120-100 

 Starting Stopping from full load Running 
dmax dc d(t) dmax dc d(t) Pst Plt 2 

hours 
Measured Values 
at test impedance -2,79 -2,70 0 3,98 3,83*** *** 0,58 0,50 

Normalised to 
standard 
impedance 

-2,79 -2,70 0 3,98 3,83*** *** 0,58 0,50 

Normalised to 
required maximum 
impedance 

N/A 

Limits set under 
BS EN 61000-3-11 4% 3,3% 3,3% 4% 3,3% 3,3% 1,0 0,65 

Multiplus 24/3000/70-50 
 Starting Stopping from full load Running 

dmax dc d(t) dmax dc d(t) Pst Plt 2 
hours 

Measured Values 
at test impedance 0,311 0,150 0,311 1,509 0,036 1,509 0,018 0,018 

Normalised to 
standard 
impedance 

0,311 0,150 0,311 1,509 0,036 1,509 0,018 0,018 

Normalised to 
required maximum 
impedance 

N/A 

Limits set under 
BS EN 61000-3-11 4% 3,3% 3,3% 4% 3,3% 3,3% 1,0 0,65 

 

Test impedance R 0,24 Ω XI 0,15 Ω 
Standard 
impedance R 0,24* 

0,4** Ω XI 0,15* 
0,25** Ω 
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Maximum 
impedance R N/A Ω XI N/A Ω 

*Applies to three phase and split single phase generating units 
**Applies to single phase generating units and generating units using two phases on a three phase system. 
***The dc is above the limit since the current goes through the normalized impedance. The required maximum 
supply impedance is 0,35Ω 

Power Quality. Power factor. 
 216,2V 230V 253V Measured at three voltage levels and at full 

output. Voltage to be maintained within + 
or – 1,5% of the stated level during test. 

Measured 
Value  0,997 0,998 0,995 

Limit >0,95 >0,95 >0,95 
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Protection. Frequency tests 
Function Setting Trip test ”No trip tests” 
 Frequency Time delay Frequency Time delay Frequency / 

time 
Confirm no 
trip 

U/F stage 1 47,5Hz 20,0s 47,50Hz 20,20s 47,7Hz 25s No trip 
U/F stage 2 47,0Hz 0,5s 47,00Hz 0,610s 47,2Hz 19,98s No trip 
     46,8Hz 0,48s No trip 
O/F stage 1 51,5Hz 90,0s 51,53Hz 90,20s 51,3Hz 95s No trip 
O/F stage 2 52,0Hz 0,5s 52,03Hz 0,595s 51,8Hz 89,98s No trip 
     52,2Hz 0,48s No trip 

Protection. Voltage tests 
Function Setting Trip test ”No trip tests” 
 Voltage Time delay Voltage Time delay Voltage / time Confirm no 

trip 
U/V stage 1 200,1V 2,5s 200,1V 2,555s 204,1V 3,5s No trip 
U/V stage 2 184,0V 0,5s 184,0V 0,574s 188,0V 2,48s No trip 
     180,0V 0,48s No trip 
O/V stage 1 262,2V 1,0s 262,3V 1,080s 258,2V 2,0s No trip 
O/V stage 2 273,7V 0,5s 273,8V 0,600 269,7V 0,98s No trip 
     277,7V 0,48s No trip 

a) Protection. Loss of Mains test and single phase test 
Note as an alternative, inverters can be tested to BS EN 62116. The following sub set of tests should be recorded 
in the following table. 

Test power and imbalance 33% P 
-5% Q  

66% P 
-5% Q 

100% P 
-5% Q 

33% P 
+5% Q 

66% P 
+5% Q 

100% P 
+5% Q 

Trip time. Limit is 0.5s 102ms 152ms 142ms 144ms 216ms 178ms 
Single phase test for multi phase Generating Units. Confirm that when generating in parallel with a network 
operating at around 50Hz with no network disturbance, that the removal of a single phase connection to the 
Generating Unit, with the remaining phases connected causes a disconnection of the generating unit within a 
maximum of 1s. 
Ph 1 removed Confirm trip Ph 2 removed Confirm trip Ph 3 removed Confirm trip 

b) Protection. Frequency change, Stability test. 
 Start frequnecy Change End frequency Confirm no trip 
Positive vector shift 49,5Hz +9 dregrees 

 
No trip 

Negative vector shift 50,5Hz -9 dregrees No trip 
Positive frequency drift 49,5Hz +0,19Hz/sec 51,5Hz No trip 
Negative frequency drift 50,5Hz -0,19Hz/sec 47,5Hz No trip 

c) Protection. Re-connection timer. 
Time delay 
settings (s) 

Measured delay 
(s) 

Checks on no reconnection when voltage or frequency is brought to just 
outside stage 1 limits of table 10.5.7.1 

20s 22,7s At 266,2V At 196,1V At 47,4Hz At 51,6Hz 
Confirmation that the Generating 
Unit does not re-connect 

No re-
connection 

No re-
connection 

No re-
connection 

No re-
connection 
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d) Faul Level contribution. 
For machines with electro-magnetic output For inverter output 
Parameter Symbol Value Time after 

fault 
Volts Amps 

Peak Short Circuit current ip - 20ms 46,07 V 8,69 A 
Initial Value of aperiodic 
current 

A - 100ms 27,48 V 0,02 A 

Initial symmetrical short-circuit 
current 

IK - 250ms 27,43 V 0,02 A 

Decaying (aperiodic) 
component of short-circuit 
current 

iDC - 500ms 27,41 V 0,02 A 

Reactance/Resistance Ratio of 
source 

X/R - Time to trip 31,27 ms In seconds 
 


